DCPS ECE Sink and DCPS Requested Sink Filtration

H.D. COOKE ES LEAD WATER TEST RESULTS

Initial Filter Test After Installation

elevxkte

Less than 1 ppb - Device Returned to Service
I . . Water . Final Result - 1st Final Result - 2nd
Building Location: Building Name Source ID Date Analyzed Floor Device Type 1st Draw - Sample ID Draw (ppb) 2nd Draw - Sample ID Draw (ppb)
1 [H.D. COOKE ELEMENTARY SCHOOL WS- 002353 [ 1/16/2017 1 Break Room __[In staff lounge 137 FT-112016-002353-A <1 FT-112016-002353-B <1
2 [H.D. COOKE ELEMENTARY SCHOOL WS-002370 [ 1/16/2017 [Ground Floor|  Break Room  |In break room 110 FT-112016-002370-A <1 FT-112016-002370-B <1
3 |H.D. COOKE ELEMENTARY SCHOOL WS- 002416 |  1/16/2017 3 Break Room __[In staff lounge 319 FT-112016-002416-A <1 FT-112016-002416-B <1
4 |H.D. COOKE ELEMENTARY SCHOOL Ws-002397 [ 1/16/2017 2 Combo Faucet |In resource room 236 FT-122016-002397-A <1 FT-122016-002397-B <1
5 |H.D. COOKE ELEMENTARY SCHOOL WS- 002420 |  1/16/2017 3 Combo Faucet _|[In classroom 311 FT-122016-002420-A <1 FT-122016-002420-B <1
6 |H.D. COOKE ELEMENTARY SCHOOL WS-002359 [ 1/16/2017 1 Combo Faucet [In classroom 133 FT-122016-002359-A <1 FT-122016-002359-B <1
7 |H.D. COOKE ELEMENTARY SCHOOL WS- 002428 | 1/16/2017 3 Combo Faucet _|In resource room 342 FT-122016-002428-A <1 FT-122016-002428-B <1
Greater than 1 ppb - Devices Shut Off and Corrective Action Taken
1 [H.D. COOKE ELEMENTARY SCHOOL WS-002352 | 1/16/2017 1 Break Room __[In work room 130 FT-112016-002352-A 14 FT-112016-002352-B 3.1
2 [H.D. COOKE ELEMENTARY SCHOOL WS- 002383 [ 1/16/2017 2 Combo Faucet _|[In classroom 203 FT-122016-002383-A 2 FT-122016-002383-B <1
3 |H.D. COOKE ELEMENTARY SCHOOL WS-002379 |  1/16/2017 2 Combo Faucet _|[In classroom 204 FT-122016-002379-A 2.6 FT-122016-002379-B <1
4 |H.D. COOKE ELEMENTARY SCHOOL WS-002377 [ 1/16/2017 2 Combo Faucet _|[In classroom 205 FT-122016-002377-A 1.1 FT-122016-002377-B <1
5 |H.D. COOKE ELEMENTARY SCHOOL WS-002381 |  1/16/2017 2 Combo Faucet _|In classroom 202 FT-122016-002381-A 3 FT-122016-002381-B <1
6 |H.D. COOKE ELEMENTARY SCHOOL WS- 002430 [  1/16/2017 2 Combo Faucet _|[In classroom 221 FT-122016-002430-A 2 FT-122016-002430-B <1
7 _|H.D. COOKE ELEMENTARY SCHOOL WS- 002403 |  1/16/2017 2 Combo Faucet _|[In classroom 232 FT-122016-002403-A 2.1 FT-122016-002403-B <1
8 |H.D. COOKE ELEMENTARY SCHOOL WS- 002405 |  1/16/2017 2 Combo Faucet _|[In classroom 234 FT-122016-002405-A 1.8 FT-122016-002405-B <1
9 |H.D. COOKE ELEMENTARY SCHOOL WS-002395 [  1/16/2017 2 Combo Faucet _|In resource room 230 FT-122016-002395-A 8.8 FT-122016-002395-B <1
10 [H.D. COOKE ELEMENTARY SCHOOL WS- 002393 [  1/16/2017 2 Combo Faucet _|In resource room 241 FT-122016-002393-A 13 FT-122016-002393-B <1
11 [H.D. COOKE ELEMENTARY SCHOOL WS-002389 |  1/16/2017 2 Combo Faucet _|In classroom 212 FT-122016-002389-A 2.9 FT-122016-002389-B <1
12 [H.D. COOKE ELEMENTARY SCHOOL WS- 002401 |  1/16/2017 2 Combo Faucet _|[In classroom 235 FT-122016-002401-A 2.6 FT-122016-002401-B <1
13 [H.D. COOKE ELEMENTARY SCHOOL WS-002385 | 1/16/2017 2 Combo Faucet _|In classroom 210 FT-122016-002385-A 3.1 FT-122016-002385-B <1
14 [H.D. COOKE ELEMENTARY SCHOOL WS- 002387 [ 1/16/2017 2 Combo Faucet _|[In classroom 211 FT-122016-002387-A 4.1 FT-122016-002387-B <1
15 [H.D. COOKE ELEMENTARY SCHOOL WS-002391 |  1/16/2017 2 Combo Faucet _|[In classroom 213 FT-122016-002391-A 3.2 FT-122016-002391-B <1
16 [H.D. COOKE ELEMENTARY SCHOOL WS- 002415 [ 1/16/2017 3 Combo Faucet _|In classroom 305 FT-122016-002415-A 2.9 FT-122016-002415-B <1
17 [H.D. COOKE ELEMENTARY SCHOOL WS-002361 | 1/16/2017 1 Combo Faucet _|[In classroom 135 FT-122016-002361-A 6.8 FT-122016-002361-B <1
18 [H.D. COOKE ELEMENTARY SCHOOL WS-002357 [ 1/16/2017 1 Combo Faucet _|[In classroom 136 FT-122016-002357-A 1.1 FT-122016-002357-B <1
19 [H.D. COOKE ELEMENTARY SCHOOL WS-002399 [  1/16/2017 2 Combo Faucet _|[In classroom 231 FT-122016-002399-A 2 FT-122016-002399-B <1
20 |H.D. COOKE ELEMENTARY SCHOOL WS- 002355 [ 1/16/2017 1 Combo Faucet _|[In classroom 132 FT-122016-002355-A 3 FT-122016-002355-B <1
21 |H.D. COOKE ELEMENTARY SCHOOL WS-002424 | 1/16/2017 3 Combo Faucet _|[In classroom 313 FT-122016-002424-A 3.2 FT-122016-002424-B <1
22 |H.D. COOKE ELEMENTARY SCHOOL WS- 002418 [ 1/16/2017 3 Combo Faucet _|[In classroom 310 FT-122016-002418-A 1.8 FT-122016-002418-B <1
23 |H.D. COOKE ELEMENTARY SCHOOL WS-002422 | 1/16/2017 3 Combo Faucet _|[In classroom 312 FT-122016-002422-A 5.7 FT-122016-002422-B <1
24 |H.D. COOKE ELEMENTARY SCHOOL WS- 002413 [ 1/16/2017 3 Combo Faucet _|[In classroom 304 FT-122016-002413-A 1.1 FT-122016-002413-B <1
25 |H.D. COOKE ELEMENTARY SCHOOL WS-002410 |  1/16/2017 3 Combo Faucet _|In classroom 302 FT-122016-002410-A 1.1 FT-122016-002410-B <1
26 |H.D. COOKE ELEMENTARY SCHOOL WS- 002409 [ 1/16/2017 3 Combo Faucet _|[In classroom 303 FT-122016-002409-A 1.1 FT-122016-002409-B <1
First Filter Re-Test (After Filter and Plumbing Check with Aerator Replacement)
Less than 1 ppb - Device Returned to Service
1 |H.D. COOKE ELEMENTARY SCHOOL WS- 002424 2/8/2017 3 Combo Faucet _|In classroom 313 FT-122016-002424-A <1 FT-122016-002424-B <1
2 |H.D. COOKE ELEMENTARY SCHOOL WS- 002418 2/8/2017 3 Combo Faucet _|In classroom 310 FT-122016-002418-A <1 FT-122016-002418-B <1
Note :

Filter re-tests are only performed to devices that have sampling results greater than 1 ppb
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DCPS ECE Sink and DCPS Requested Sink Filtration

3 [H.D. COOKE ELEMENTARY SCHOOL | Ws-002410 | 2/8/2017 3 | combo Faucet [in classroom 302 [ Fr-122016-002410-A <1 FT-122016-002410-B <1
Greater than 1 ppb - Devices Remain Shut off, Continued Remediation
1 |H.D. COOKE ELEMENTARY SCHOOL | WS-002352 |  2/8/2017 1 Break Room __[In work room 130 FT-112016-002352-A 4.4 FT-112016-002352-B <1
2 |H.D. COOKE ELEMENTARY SCHOOL | Ws- 002383 |  2/8/2017 2 Combo Faucet _|In classroom 203 FT-122016-002383-A 4.2 FT-122016-002383-B <1
3 |H.D. COOKE ELEMENTARY SCHOOL | Ws-002379 |  2/8/2017 2 Combo Faucet _|In classroom 204 FT-122016-002379-A 2.9 FT-122016-002379-B <1
4 |H.D. COOKE ELEMENTARY SCHOOL | Ws-002377 |  2/8/2017 2 Combo Faucet _|In classroom 205 FT-122016-002377-A 2.1 FT-122016-002377-B <1
5 |H.D. COOKE ELEMENTARY SCHOOL | Ws- 002381 |  2/8/2017 2 Combo Faucet _|In classroom 202 FT-122016-002381-A 2.6 FT-122016-002381-B <1
6 _|H.D. COOKE ELEMENTARY SCHOOL | Ws- 002430 |  2/8/2017 2 Combo Faucet _[In classroom 221 FT-122016-002430-A 4.5 FT-122016-002430-B <1
7 _|H.D. COOKE ELEMENTARY SCHOOL | Ws- 002403 |  2/8/2017 2 Combo Faucet _|In classroom 232 FT-122016-002403-A 12 FT-122016-002403-B <1
8 |H.D. COOKE ELEMENTARY SCHOOL | Ws- 002405 |  2/8/2017 2 Combo Faucet _|In classroom 234 FT-122016-002405-A 2.6 FT-122016-002405-B <1
9 |H.D. COOKE ELEMENTARY SCHOOL | Ws- 002395 |  2/8/2017 2 Combo Faucet _|In resource room 230 FT-122016-002395-A 5.8 FT-122016-002395-B <1
10 |H.D. COOKE ELEMENTARY SCHOOL | WS-002393 |  2/8/2017 2 Combo Faucet _|In resource room 241 FT-122016-002393-A 5.3 FT-122016-002393-B <1
11 |H.D. COOKE ELEMENTARY SCHOOL | WS-002389 |  2/8/2017 2 Combo Faucet _[In classroom 212 FT-122016-002389-A 18 FT-122016-002389-B <1
12 |H.D. COOKE ELEMENTARY SCHOOL | WS-002401 |  2/8/2017 2 Combo Faucet _|In classroom 235 FT-122016-002401-A 2.8 FT-122016-002401-B <1
13 |H.D. COOKE ELEMENTARY SCHOOL | WS-002385 |  2/8/2017 2 Combo Faucet _|In classroom 210 FT-122016-002385-A 3.4 FT-122016-002385-B <1
14 |H.D. COOKE ELEMENTARY SCHOOL | WS-002387 |  2/8/2017 2 Combo Faucet _|In classroom 211 FT-122016-002387-A 2.7 FT-122016-002387-B <1
15 |H.D. COOKE ELEMENTARY SCHOOL | WS-002391 |  2/8/2017 2 Combo Faucet _[In classroom 213 FT-122016-002391-A 2.7 FT-122016-002391-B <1
16 |H.D. COOKE ELEMENTARY SCHOOL | WS-002415 |  2/8/2017 3 Combo Faucet _|In classroom 305 FT-122016-002415-A 4.4 FT-122016-002415-B <1
17 |H.D. COOKE ELEMENTARY SCHOOL | WS-002361 |  2/8/2017 1 Combo Faucet _[In classroom 135 FT-122016-002361-A 2.4 FT-122016-002361-B <1
18 |H.D. COOKE ELEMENTARY SCHOOL | WS-002357 |  2/8/2017 1 Combo Faucet _|In classroom 136 FT-122016-002357-A 2.4 FT-122016-002357-B <1
19 |H.D. COOKE ELEMENTARY SCHOOL | WS-002399 |  2/8/2017 2 Combo Faucet _|In classroom 231 FT-122016-002399-A 2.9 FT-122016-002399-B <1
20 |H.D. COOKE ELEMENTARY SCHOOL [ Ws- 002355 |  2/8/2017 1 Combo Faucet _|In classroom 132 FT-122016-002355-A 3.9 FT-122016-002355-B <1
21 |H.D. COOKE ELEMENTARY SCHOOL [ Ws-002422 | 2/8/2017 3 Combo Faucet _|In classroom 312 FT-122016-002422-A 2.8 FT-122016-002422-B <1
22 |H.D. COOKE ELEMENTARY SCHOOL [ Ws-002413 |  2/8/2017 3 Combo Faucet _|In classroom 304 FT-122016-002413-A 2.1 FT-122016-002413-B <1
23 |H.D. COOKE ELEMENTARY SCHOOL [ Ws- 002409 |  2/8/2017 3 Combo Faucet _|In classroom 303 FT-122016-002409-A 2.9 FT-122016-002409-B <1
. .
Second Filter Re-Test (After Device Replacement)
Less than 1 ppb - Device Returned to Service
1 |H.D. COOKE ELEMENTARY SCHOOL | Ws-002352 |  3/27/2017 1 Break Room __[In work room 130 FT-112016-002352-A <1 FT-112016-002352-B <1
2_|H.D. COOKE ELEMENTARY SCHOOL | Ws-002357 |  3/27/2017 1 Combo Faucet _|In classroom 136 FT-122016-002357-A <1 FT-122016-002357-B <1
3 |H.D. COOKE ELEMENTARY SCHOOL | WS- 002395 | 3/27/2017 2 Combo Faucet _[In resource room 230 FT-122016-002395-A <1 FT-122016-002395-B <1
4 _|H.D. COOKE ELEMENTARY SCHOOL | WS- 002399 | 3/27/2017 2 Combo Faucet _[In classroom 231 FT-122016-002399-A <1 FT-122016-002399-B <1
5 |H.D. COOKE ELEMENTARY SCHOOL | WS- 002401 |  3/27/2017 2 Combo Faucet _|In classroom 235 FT-122016-002401-A <1 FT-122016-002401-B <1
6 _|H.D. COOKE ELEMENTARY SCHOOL | WS- 002415 |  3/27/2017 3 Combo Faucet _|In classroom 305 FT-122016-002415-A <1 FT-122016-002415-B <1
7_|H.D. COOKE ELEMENTARY SCHOOL | Ws- 002422 |  3/27/2017 3 Combo Faucet _|In classroom 312 FT-122016-002422-A <1 FT-122016-002422-B <1
Greater than 1 ppb - Devices Remain Shut off, Continued Remediation
1 |H.D. COOKE ELEMENTARY SCHOOL | ws-002383 |  3/27/2017 2 Combo Faucet _|In classroom 203 FT-122016-002383-A 6.6 FT-122016-002383-B <1
2 |H.D. COOKE ELEMENTARY SCHOOL | Ws-002379 |  3/27/2017 2 Combo Faucet _|In classroom 204 FT-122016-002379-A 11 FT-122016-002379-B <1
3 |H.D. COOKE ELEMENTARY SCHOOL | Ws- 002377 | 3/27/2017 2 Combo Faucet _|In classroom 205 FT-122016-002377-A 5.9 FT-122016-002377-B <1
4 _|H.D. COOKE ELEMENTARY SCHOOL | Ws- 002381 | 3/27/2017 2 Combo Faucet _|In classroom 202 FT-122016-002381-A 6.9 FT-122016-002381-B <1
5 |H.D. COOKE ELEMENTARY SCHOOL | WS- 002430 | 3/27/2017 2 Combo Faucet _|In classroom 221 FT-122016-002430-A 16 FT-122016-002430-B <1
6 _|H.D. COOKE ELEMENTARY SCHOOL | WS- 002403 | 3/27/2017 2 Combo Faucet _|In classroom 232 FT-122016-002403-A 5.4 FT-122016-002403-B <1
7_|H.D. COOKE ELEMENTARY SCHOOL | WS- 002405 | 3/27/2017 2 Combo Faucet _|In classroom 234 FT-122016-002405-A 4.8 FT-122016-002405-B <1
8 |H.D. COOKE ELEMENTARY SCHOOL | Ws- 002393 |  3/27/2017 2 Combo Faucet _|In resource room 241 FT-122016-002393-A 13 FT-122016-002393-B <1
9 |H.D. COOKE ELEMENTARY SCHOOL | WS- 002389 | 3/27/2017 2 Combo Faucet _|In classroom 212 FT-122016-002389-A 9.1 FT-122016-002389-B <1
10 |H.D. COOKE ELEMENTARY SCHOOL | WS-002385 |  3/27/2017 2 Combo Faucet _|In classroom 210 FT-122016-002385-A 6.3 FT-122016-002385-B <1
11 |H.D. COOKE ELEMENTARY SCHOOL | WS-002387 |  3/27/2017 2 Combo Faucet _|In classroom 211 FT-122016-002387-A 4.4 FT-122016-002387-B <1
12 |H.D. COOKE ELEMENTARY SCHOOL | WS-002391 |  3/27/2017 2 Combo Faucet _|In classroom 213 FT-122016-002391-A 3.3 FT-122016-002391-B <1
13 |H.D. COOKE ELEMENTARY SCHOOL | WS-002361 |  3/27/2017 1 Combo Faucet _[In classroom 135 FT-122016-002361-A 9.2 FT-122016-002361-B <1
14 |H.D. COOKE ELEMENTARY SCHOOL | WS-002355 |  3/27/2017 1 Combo Faucet _|In classroom 132 FT-122016-002355-A 4.7 FT-122016-002355-B <1
Note :

Filter re-tests are only performed to devices that have sampling results greater than 1 ppb
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15 |H.D. COOKE ELEMENTARY SCHOOL WS- 002413 3/27/2017 Combo Faucet  |[In classroom 304 FT-122016-002413-A 1.6 FT-122016-002413-B <1
16 |H.D. COOKE ELEMENTARY SCHOOL WS- 002409 3/27/2017 Combo Faucet  [In classroom 303 FT-122016-002409-A 4.1 FT-122016-002409-B <1
Note :

Filter re-tests are only performed to devices that have sampling results greater than 1 ppb
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